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Terms of Reference (TOR)

Procurement and Installation of an 18,000 BTU LG Dual Cool Inverter AC Unit for the ICT
Data Center

1. Introduction

The Green Belt Movement (GBM) seeks to maintain optimal environmental conditions for its ICT
Data Center to ensure the longevity and performance of critical IT infrastructure. To this end,
GBM intends to procure and install an 18,000 BTU LG Dual Cool Inverter AC unit, known for
energy-saving capabilities and efficient cooling.

2. Objective
To procure and install an 18,000 BTU LG Dual Cool Inverter Air Conditioning Unit that provides
efficient and energy-saving cooling for the ICT Data Center.

3. Scope of Work
The scope of work includes:
1. Procurement

o Supply of an 18,000 BTU LG Dual Cool Inverter Air Conditioning Unit with the
following specifications:

= Cooling Capacity: 18,000 BTU
= Type: Dual Inverter Technology
= Features:

= Faster cooling, Energy-saving technology, Low noise operation,
environmentally friendly refrigerant

2. Installation and Setup
o Delivery of the AC unit to the ICT Data Center.
o Installation of both indoor and outdoor units, including secure mounting.
o Electrical wiring and connection to the power supply.
o Configuration and testing to ensure optimal cooling performance.
3. Optimization

o Calibration of the unit for energy-efficient operation tailored to the ICT Data
Center’s requirements.

4. Training
o Training of ICT staff on the operation and basic maintenance of the AC unit.

5. Documentation and Handover
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o Provision of user manuals, warranty details, and maintenance guidelines.

o Submission of an installation and handover report.

4. Deliverables
1. Fully installed and operational 18,000 BTU LG Dual Cool Inverter AC Unit.

2. User manuals and maintenance instructions.

3. Warranty documents for the AC unit.

5. Timeline
The project is expected to be completed within 1 week from the date of contract signing:
e Procurement and delivery: 1 day

« Installation, testing, and training: 1 day

6. Vendor Requirements
Interested vendors must meet the following criteria:
1. Authorized reseller or distributor of LG air conditioning units.

2. Proven experience in installing air conditioning systems, particularly for ICT Data
Centers.

3. Auvailability of certified technicians for installation and training.

4. Ability to provide after-sales support, including warranty services.

7. Budget
Vendors are required to submit a detailed financial proposal, inclusive of:
e Cost of the AC unit and accessories.

« Installation and training charges.

o Warranty and after-sales support costs.

8. Submission Requirements
Interested vendors should provide the following documents:
1. Company profile and relevant experience.

2. Technical and financial proposal.
3. Proof of authorized dealership/partnership with LG.
4

List / References of current clients.
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9. Evaluation Criteria
Submissions will be evaluated based on:
o Compliance with technical specifications (40%).

o Cost-effectiveness of the proposal (30%).
e Vendor’s experience and references (20%).

e Availability of warranty and after-sales support (10%).

10. Contact Information

All submissions and inquiries should be addressed to:
Green Belt Movement Procurement Department
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